C:\Users\gary.jeffries\Documents\Revit 2013\Lake County Jail CEP\513151 LC Jail CEP-Local-R13.rvt

5/8/2014 12:00:41 PM

(D)3"HW PIPING TO ALLOW FOR NEW TMV;
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SHUT DOWN SHAL BE PERFORMED BETWEEN
THE HOURS OF 10PM AND 7 AM (NON-SHOWER
TIME PERIODS). WORK SHALL BE COORD. IN
ADVANCE
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